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TERMINAL BLOCKS RATED 85A, 600 VOLT SUITABLE FOR
THE FOLLOWING WIRE COMBINATIONS

FURNISH & INSTALL ENGRAVED : #Z 2&2 "
LEGEND PLATES TO IDENTIFY 1 ié #8 AWG

TOR -
EACH RELAY/CONTACTO 1-4 §10 AWG

#10 THWN, MTW, OR THW 1-5 §12 AWG
COPPER (TYP. FOR POWER TERMINAL BLOCKS SHALL BE SQUARE D CLASS 9080

=% AIRPORTS\LITCHFIELD\ 8 1 4 ~0BRWY\AIRPORT\ SHEETS\E-602.0WG ~ Layout!

CIRCUITS TO CONTACTORS) TYPE GC6 OR APPROVED EQUAL 2.
3.
#12 THWN, MTW, OR THW COPPER
(TYP. FOR CONTROL CIRCUITS TO 4,
LIGHTING CONTACTORS)

© 9 }24OVAC BRANCH CKT INPUT
2 } 240 VAC BRANCH CKT oUTPUT

NOTES

15 AMP & 20 AMP INPUT POWER/BRANCH CIRCUITS SHALL BE #10 AWG
COPPER THWN FROM THE RESPECTIVE POWER SOURCE TO THE LIGHTING
CONTACTOR/RELAY PANEL. 30 AMP INPUT POWER/BRANCH CIRCUITS
SHALL BE #8 AWG COPPER THWN {MIN.) FROM THE RESPECTIVE POWER
SOURCE TO THE LIGHTING CONTACTOR/RELAY PANEL.

INPUT CONTROL CIRCUITS SHALL BE #12 AWG COPPER THWN.

PROVIDE #10 AWG COPPER BONDING JUMPER FROM PANEL ENCLOSURE
FRAME TO ENCLOSURE DOOR.

PROVIDE 3~POSITION MAINTAINED CONTACT "HAND-OFF-AUTO" SELECTOR
SWITCH FOR EACH LIGHTING CONTACTOR & MOUNT ON LIGHTING
CONTACTOR PANEL ENCLOSURE DOOR. SELECTOR SWITCH SHALL BE
SQUARE D CLASS 9001, TYPE KS43FBH13, OR APPROVED EQUAL.
INCLUDE LEGEND PLATE TO IDENTIFY THE DEVICE CONTROLLED (EX: "RWY

L1031 )

= QO 9 PAPI" OR "RWY 27 PAPI").
8 (O Q) * CONTROL POWER NEUTRAL
m = &——fQ @ 120 VAC CONTROL POWER 5. INSTALL CONTROL PANEL FOR PAPI UNTS ON WALL 12" ABOVE VAULT
S 0 9 }CONTROL CKT INPUT HEATER. FIELD VERIFY LOCATION WITH ADEQUATE CLEAR WORKING SPACE
R Y PER NEC 110.26. INTERFACE CONTROL PANEL TO LOW VOLTAGE WIREWAY
>,‘x,‘< WITH 3" GRSC AND JUNCTION BOXES.
T0 HOA SWITCH 0 O | SPARE TERMINALS
ON DOOR D O
{%’4
X,
9 } 240 vac BRANCH CKT NPUT
K9 9 1 240 VaC BRANCH CKT OUTPUT
RWY 27 S/ © O CONTROL POWER NEUTRAL
PARL Fﬂq O @) 120 VAC CONTROL POWER
o
‘ ZIZ }CON“‘OL CKT INPUT 120VAC CONTROL POWER FROM
22 RESPECTIVE POWER SOURCE FOR L-854 RADIO RECEVER
10 rgg%stncu{ O 1 SPARE TERMINALS S o 6
o0 o o < i(.ﬁg;Nc CONTACTOR
;I:: }SPARE CKT INPUT & ™ . \L?J . :
S 99 } seare okt outeuT e, | | i
SPARE © Q) CONTROL POWER NEUTRAL \
| I S '}o 120 VAC CONTROL POWER (#T% A:’gRT”‘”N ] oF i g‘E’::”ETNé’gN(TI’;‘;T gg“Lé;‘Bj‘Lg;D'o
P < - HAND § AUTO .
S }COWOL CKT INPUT CONTROL WIRING) ! )
g < o0 n S— ) o
T HOA SWITCH 3{:‘ o|o 7 | ©
IR,
ON DOOR 03] | sPARE TERMINALS I T i |
X7, OFF
23] ) SPaRe okt et S| | EQUPMENT GROUND BAR FERMINAL BLOGK WD | AITO ! ! / SPARE
o X%, 1 ADEQUATELY SIZED FOR ALL 00 _ ~
S X%, } seage. okt oureur S GROUND WIRES TO AND FROM  (TYP) e e ¢ ; T © o
Fﬁg k) @ CONTROL POWER NEUTRAL RELAY CONTACTOR PANEL - ! | ' ]
) KD Q@ 120 VAC CONTROL POWER ILSCO CAT. NO. D167~14 OR T g | : ‘
K%, APPROVED EQUAL.  INSTALL H 1
| X%, } conTROL ckT weur R ONE GROUND WIRE PER o™ Ao i | i SPARE
T0 HOA swncu{ X%, S TERMINAL i i I
ON DOOR ::,}:: SPARE TERMINALS ) o o | X0 o—il ; : @ o
/ 4 N smo gyl ' I '
! i
, 600 VAC, 2 POLE i I
30 P, 600 VAC, #10 AWG TWHN, MIN. (TYP. FOR- | | | |
LIGHTING CONTACTOR WITH POWER CKT TO CONTACTORS) | I ! |
120 VAC COIL, SQUARE D 240 VAC, 1 PH, 2W PLUS GND [ — = = = e o oo e e e --D——o-—-{lb—o»--o——:- ~~~~~ P o e e
CLASS B903, TYPE BRANCH CKT FROM RESPECTIVE { == === = o e o o | IS CSS ESUU U S O RWY @ PAPI CKT
SMOTV02, OR APPROVED CKT BKR ST - O U b e L e
EQUAL (TYPICAL FOR 4) e e e _G,M_.m_.__g..-'r _____ I ________________
240 VAC, 1 PH, QWPLUS GND J ! o e e Lo
\ BRANCH CKT FROM RESPECTIVE {,__ ___________________ —o—e—it—e—=o- r T e }RWY 27 PAPI CKT
CKTBR N T T T T T T T T T e e e e e e TeTTTT T T T
NEMA 12 ENCLOSURE WITH HINGED R
DOOR SIZED AS REQUIRED TO SR
HOUSE LIGHTING CONTACTORS, I
TERMINAL BLOCKS & WIRING, ”"“"“‘:’“""‘”
MINIMUM 30°Hx20°Wx8"D AS O——o—fjp—o——0
MANUFACTURED BY HOFFMAN OR
APPROVED EQUAL.
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Hanson Professional Services Inc.
1525 South Sixth Street
Springfield, ilinois 62703-2886
Offices Nationwida

ON RUNWAY 9-27
LIGHTING CONTACTOR
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